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1 SMIO 1
DRIVE 1/0 CONTROL BOARD
3 1 | SCR [SIGNAL CABLE SHIELDI 3
2 | All [EXTERNAL REFERANCE] X3B
5 3 | AGND [ANALOG INPUT COMMONI 1-34 5
4 | +10v [REFERANCE VOLTAGE 10vpcl StOT 2
7 S | a12 [PID FEEDBACK] ;
6 | AGND [ANALOG INPUT CIRCUIT COMMONI
7 | ADl [OUTPUT FREQUENCY]
9 | 8 | AD2 [OUTPUT CURRENT] 9
| 9 | AGND [ANALOG OUTPUT CIRCUIT COMMINI
1 1 10 | +24V [AUXILIARY VOLTAGE OUTPUT] 1"
| 11 | GND [AUXILIARY VOLTAGE OUTPUT COMMONI
| 12 [ DCOM [DIGITAL INPUT COMMON]
13 13 | DIt [START/STOP: ACTIVE TO START DRIVE] 13
14 | p12 [NOT CONFIGURED]
5 15 | DI3 [CONSTANT (PRESET) SPEED 11 5
16 | D14 [SAFETY INTERLOCK]
17 | DIS [NOT CONFIGURED]
17 18 | DI6 [NOT CONFIGURED] 17
19
R rgy [RELAY DUTPUT 11
19 R [READY] 19
22 [RELAY OUTPUT 21
21 23 RO2 21
e [RUNNING] 1
23 $ v rOa [RELAY OUTPUT 31 cONSULT MANUAL 23
74l _
Rl [FAULTC¢-1)] FOR SETTING.
25 RS485 25
= X3A =
ScrR [28
27 525 27
DIP SWITCH a 30
29 Je AGND | 31 29
DRIVE KEYPAD SCR | 32
31 3
33 33
35 35
37 37
39 39
41| NOTES: 4
1, APPLICATION MACRO: HVAC DEFAULT. CONSULT USER’S
43 MANUAL FOR OTHER MACRO DEFAULT CONTROL SIGNALS. 43
2. CONSULT USER’S MANUAL FOR I/0 RATINGS.
45 45
4, COPPER WIRE RATED FOR 60°C INSULATION IF RATED LESS
THAN 100A OR 75°C IF RATED 100A OR MORE MUST BE USED.
47 5. REFER TO USER MANUAL FOR OPERATION, CONNECTIONS AND 47
TIGHTENING TORQUE VALUES.
6. CUSTOMER REQUIRED TO PROVIDE BRANCH CIRCUIT PROTECTION AND
DISCONNECT MEANS PER NEC AND LOCAL CODE.
L | SEE ECN 10003203 06/23/09 | DC_ et ProJect Nane .Truettner SrasS fumser She
™~ Descrption e po ACX550 ACHS50 DRIVE I/0 T T — ABB Inc. PCPDR014CC—A

Based On

Control Wiring Diagram

_vinjn_a Gen

Resp dovtn

_ Date

9/19/2007

ZAUA000001495




